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GENERAL SHEET NOTES

1. SEE SPECIFICATION SECTION 01 00 00, GENERAL
REQUIREMENTS, FOR CONSTRUCTION PHASING
REQUIREMENTS.
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one foot

STACK

three inches
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A ® SHEET KEYNOTES

1. EXISTING BLANCETT FEED WATER METER TO REMAIN.
REMOVE BATTERY—-OPERATED MONITOR. TYPICAL OF
FOUR.

one foot

2. ABANDON NON-FUNCTIONAL OPACITY METER IN
PLACE. TYPICAL OF FOUR.

3. EXISTING HERSEY FUEL OIL METER TG REMAIN.
REMOVE EXISTING MONITOR. TYPICAL OF FOUR.

.........

4. EXISTING ROCKWELL GAS METER TO REMAIN. REMOVE
EXISTING MONITOR. TYPICAL OF FOUR.
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one and one half inches
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6. EXISTING ORIFICE PLATE STEAM METER TO REMAIN.

OFFICE ELECTRICAL ROOM
FWM—04

OP-04 & 7. RECONNECT/RECONDITION EXISTING ORIFICE PLATE

\,\ \w OMM 01 @ _..<<,\\aoﬂ ,m\ @ oozqmor@yzmr @ @ONMO 4 E,Zlotﬁ STEAM METER OR INSTALL NEW (SM—07).

| — 8. EXISTING BLANCETT SOFT WATER MAKE—UP METER
5 TO REMAIN.
,Mo B 9. EXISTING BACKDRAFT ACTUATOR TO REMAIN.
i ) G2) 10. EXISTING FORCED DRAFT FAN INLET ACTUATOR TO

REMAIN.

one inch

soLER 41 FOM—01 FOM—04 11. EXISTING FUEL OIL CONTROL VALVE TO REMAIN.

& Gy BOILER #4 L
12. EXISTING GAS CONTROL VALVE TO REMAIN.
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SURGE TANK _AND PUMP ROOM

one foot

BREAK ROOM
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STORAGE_ROOM

three eighths inch
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one quarter inch
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